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STATE OF ILLINOIS DES PLAINES RIVER /RAND PARK FLOOD CONTROL - PHASE Il

DEPARTMENT OF NATURAL RESOURCES COOK COUNTY OFFICE OF WATER RESOURCES
N
|
I
EXISTING INLET EXISTING INLET MANHOLE, 4’ DIA. MANHOLE, 4’ DIA, INLET, TYPE A |
STA. 16+52, 24.2' RT STA. 16476, 24.1' RT TYPE 1 FRAME, CLOSED LID TYPE 1 FRAME, CLOSED LID TYPE 8 GRATE (@
RIM ELEV. 629.70 RIM ELEV, 629.76 STA. 16+76, 111" RT STA. 17481, 11.8' RT STA. 17470, 15.9° RT
INV. ELEV. TO BE FIELD DETERMINED INV. ELEV. TO BE FIELD DETERMINED RIM ELEV. 630.68 RIM ELEV. 630.58 RIM ELEV. 630.50 |
INV, ELEV. TO BE FIELD DETERMINED (W)  INV. ELEV. 623.80 (W, E) INV. ELEV. 628.50 |

INV, ELEV. TO BE FIELD DETERMINED (S)

- INV. ELEV. 624.30 (E)
DES PLAINES RIVER

PROPOSED STORM SEWER TO 100" OF 12 RCP STORM SEWER,
CROSS EXISTING TELEPHONE TYPE 2. CLASS 111 @ 0.5%
— e e DUCT BANK EXISTING RETAINING WALL TO
T e e e I BE PARTIALLY DEMOLISHED
25° OF 12 RCP STORM SEWER, T 7' OF 12 RCP STORM SEWER, (SEE STRUCTURAL PLANS)
13500 o TYPE 2, CLASS 111 @ 0.5% ~_| TYPE 1, CLASS IV @ 05 Ry
£

TYPE 1, CLASS IV e 0.5% . e
185" OF 12" RCP STORM SEWEF{,—J

, e STORM SEWER TO BE INSTALLED
hr— BETWEEN THE EXISTING RETAINING
WALL AND PROPOSED FLOODWALL
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